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Facility also includes Dry Dock 1 which is located adjacent to Dry Dock 4 and is west of the Main Yard. See 
Table 1 for more details regarding the dry docks. 
 
Table 1: Facility Dry Dock Dimensions and Operational Status 
 Length (feet) Width (feet) Depth (feet) Operational Status 
Dry Dock 1 343 64.23 22 Operational Dry Dock 
Dry Dock 3 738 112.78 N/A Operational Wet Berth 
Dry Dock 4 N/A N/A N/A Not Operational 
Dry Dock 5 1,068 150 39 Operational Dry Dock 
Dry Dock 6 1,068 150 39 Operational Dry Dock 

 
Dry Docks 1, 5 and 6 are operational dry docks and at the time of the inspection Dry Docks 5 and 6 contained 
vessels that were being serviced. Dry Dock 3 is operated for wet berth only, meaning vessels are maintained 
while docked and the water in the dry dock is not drained. At the time of the inspection, a vessel was docked in 
Dry Dock 3 (see photographs DSCN2169.JPG – DSCN2170.JPG).  According to the Facility representative, 
Dry Dock 4 was flooded and has been out of operation for approximately twenty (20) years.  
 
Facility Drainage Systems and Discharges 
 
Stormwater 
 
The Facility is completely paved and is serviced by both a separate storm sewer system and a combined sewer 
system. According to the Facility’s SWPPP, the sanitary sewer system at the Main Yard and a small portion of 
stormwater drainage immediately southeast of the Facility’s office buildings comprises the combined sewer 
system at the Main Yard which flows to the Newtown Creek Water Pollution Control Plant via a force main at 
Assembly Road.  According to the Facility’s SWPPP, the sanitary sewer system from the building adjacent to 
Dry Dock 1 and a small portion of stormwater drainage immediately south and east of Dry Dock 1 comprises 
the combined sewer system at this location which flows to the Red Hook Waste Water Pollution Control Plant 
in the Brooklyn Navy Yard.   
 
The separate storm water drainage systems at both the Main Yard and Dry Dock 1 are located along each berth 
and the waterfront and discharge into the East River (Wallabout Bay) through discrete stormwater outfalls as 
detailed in Table 2 (see attached Facility Site Maps). Stormwater discharges from the Facility drain to the East 
River (Wallabout Bay) located north of the Facility via four (4) stormwater outfall pipes (Outfalls 001, 004, 006 
and 009). According to the Facility representative, the area south and west of Dry Dock 3 at Berth 7 is not 
operated by GMD Shipyard Corp., the catch basins have been removed and the stormwater outfall (Outfall 003) 
has been closed. However, the Facility’s SWPPP depicts and describes stormwater catch basins and Outfall 003 
at this location and the Facility’s 2012 NOI includes Outfall 003. In addition, stormwater discharges directly 
from the dock to the East River via dock drains that are not connected by pipe to the storm sewer. According to 
the Facility Site maps, the Main Yard has at least thirty-six (36) deck drains. 
 
Non-stormwater 
 
The dry dock operations conducted at the Facility involves a vessel floating into the flooded dry dock, once the 
vessel is correctly aligned and the caisson gate is closed the East River water is pumped out of the 
approximately 12 million cubic foot dry dock using the “main pumps”.  As the water is pumped out of the dry 
dock, the vessel rests on assembled supporting blocks approximately six (6) feet above the base of the dry dock. 
According to the Facility representative, once the water in the dry dock reaches below three (3) or four (4) feet 
the large “main pumps” lose suction and the “stripping pumps” or “sump pumps” are used to drain the 
remaining water from the dry dock. The vessel is then serviced while the dock is kept dry. The dock is kept dry 
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through the use of the “stripping pumps” or “sump pumps” which removes various sources of water from the 
dry dock and discharges the pumped water into the East River, as detailed in Table 2 (see attached Facility Site 
Maps).  When work on the vessel is finished the water is allowed to re-enter the dry dock, the vessel is re-
floated and the caisson gate is allowed to re-open.  
 
According to the Facility representative, hydroblasting is conducted at the Facility, although infrequently. 
Hydroblasting is a vessel cleaning method that utilizes pressurized water to remove paint chips, marine growth, 
material build-up, films and other debris from the vessel to prepare the surface for applications of paint, sealant 
and other coatings. When hydroblasting is conducted on a dry dock at the Facility, the resulting process 
wastewater is discharged to the East River via drainage channels along the dry dock and the sump pump or 
stripping pump outfalls. 
 
At the time of the inspection, EPA Inspector McEathron observed a pile of spent grit, soil, sediment, trash and 
other materials in Dry Dock 5 at the south end (see photograph DSCN2154.JPG). The pile was approximately 
150 feet wide, 30 feet tall and 20 feet deep. According to the Facility representative, the pile has been at this 
location for over fifteen (15) years, the material is not removed when the dry dock is flooded and the material is 
completely submerged with water when the dry dock is flooded. 
 
At the time of the inspection, EPA Inspector McEathron observed two (2) small piles of sediment and soil that 
contained trash, spent grit and other materials at the north ends of Dry Docks 5 and 6 (see photographs 
DSCN2144.JPG and DSCN2148.JPG). According to the Facility representative, the piles are purposefully there 
to act as berms and divert water that enters the dry docks through leaks in the caisson gates into drainage 
channels along the sides of the dry docks. According to the Facility representative, the material is not removed 
when the dry dock is flooded. 
 
According to the Facility representative and observations at the time of the inspection, Dry Docks 1, 5 and 6 are 
equipped with a main pump and stripping/sump pumps. According to the Facility representative, some of the 
pumps sustained damages as a result of the Hurricane Sandy storm surge that occurred on October 29, 2012 and 
these damaged pumps have been replaced with temporarily installed pumps.  
 
Sources of water removed from the dry docks and discharged into the East River from the stripping/sump 
pumps include water that enters the dry dock through leaks in the caisson gate, groundwater infiltration, 
stormwater that falls onto the dry dock, hydroblasting process wastewater, water from fire suppressant systems 
and potable water. At the time of the inspection, EPA Inspector McEathron observed water entering Dry Docks 
1, 5 and 6 from the East River through leaks in the respective caisson gates (see photographs DSCN2144.JPG, 
DSCN2148.JPG and DSCN2175.JPG). 
 
Table 2: Facility Outfall Descriptions 
Outfall 
Number 

Location Type of 
Discharge 

Discharge Source(s) Pumping 
Rate 

Receiving 
Water 

001 (a.k.a. 
#1GD#1) 

Dry Dock 1  
 

Stormwater 
and Main 
Pump 

Approximately 4 million gallons 
of tidal waters from flooded dry 
dock to initially empty the dry 
dock 

16,000 gpm Wallabout Bay 
East River 

002 Dry Dock 1 
 

Stripping 
Pump 

Stormwater, caisson gate leakage 
water, groundwater infiltration 
and hydroblasting and other water 
used during the repair activities 
from the dry dock 

3,000 gpm Wallabout Bay 
East River 
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003 Berth 7  
(West of 
Dry Dock 3) 
 

Stormwater Stormwater runoff from 2.37 
acres, 10 brick and concrete 
drainage structures and 0.17 miles 
of vitrified clay sewer pipes 

N/A Wallabout Bay 
East River 

004 (a.k.a. 
#3Berth8) 

Berth 8  
(West of 
Dry Dock 5) 
 

Stormwater Stormwater runoff from 11.5 
acres, including partially 
uncovered spent grit pile and 
exposed waste material on Berth 
8, 25 concrete drainage structures 
and 0.51 miles of reinforced 
concrete sewer pipes 

N/A Wallabout Bay 
East River 

005 Dry Dock 5 
 

Stripping 
Pump 

Stormwater that contacts 
grit/soil/waste berm and large pile 
on Dry Dock 5, caisson gate 
leakage water, groundwater 
infiltration and hydroblasting and 
other water used during the repair 
activities from the dry dock 

16,000 gpm Wallabout Bay 
East River 

006  
(a.k.a. 
#2Berth9) 

Berth 9  
(south of 
Dry Dock 6) 
 

Stormwater Stormwater runoff from 2.6 acres 
including exposed waste and 
material on Berth 9, 20 concrete 
drainage structures and 0.36 miles 
of reinforced concrete sewer 
pipes 

N/A Wallabout Bay 
East River 

007 Dry Dock 5 
& 6 
 

Main Pump Approximately 51 million gallons 
of tidal waters from the flooded 
dry dock that come in contact 
with grit/soil/waste at ends of Dry 
Docks 5 and 6 and large waste 
grit pile at end of Dry Dock 5 

130,000 
gpm 

Wallabout Bay 
East River 

008 Dry Dock 6 
 

Stripping 
Pump 

Removes stormwater that comes 
in contact with the grit/soil/waste 
berm, caisson gate leakage water, 
groundwater infiltration and 
hydroblasting and other water 
used during the repair activities 
from the dry dock 

16,000 gpm Wallabout Bay 
East River 

009 (a.k.a. 
#4Berth#10) 

Berth 10  
(north of 
Dry Dock 9) 
 

Stormwater Stormwater runoff from 4.4 acres, 
15 concrete drainage structures 
and 0.25 miles of reinforced 
concrete sewer pipes 

N/A Wallabout Bay 
East River 

 
At the time of the inspection, EPA Inspector McEathron was unable to observe if flow was being discharged 
from stormwater Outfalls 003, 004, 006 and 009 due to the outfall pipes being submerged in the East River and 
the upstream catch basins being either covered with sediment or with metal plates. EPA Inspector McEathron 
did not observe flow discharging from stormwater Outfall 001 which was partially submerged by the East River 
at the time of the inspection. At the time of the inspection, EPA Inspector McEathron observed discharges from 
Stripping/Sump Pumps at Outfalls 002, 005, and 008 to the East River (see photographs DSCN2145.JPG, 
DSCN2147.JPG and DSCN2179.JPG). 
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Sampling and Records 
 
According to the Facility representative, records were maintained in a ground floor office and were destroyed 
when that office was flooded during the Hurricane Sandy storm surge on October 29, 2012. Records provided at 
the time of the inspection include: 
 

1. Annual Dry Weather Flow Inspections dated 5/10/2013 and 5/13/2014 at “Stormwater Discharge 
Outflows No. 001, 002, 003, 004”; 

2. Quarterly Visual Monitoring Forms dated 12/14/2012, 3/12/2013, 4/15/2013, 9/13/2013, 12/6/2013, 
2/20/2014 at “Out Fall No. #1GD#1, #2Berth9, #3Berth#8, #4Berth#10”; 

3. Oil and Chemical Storage Area Weekly Inspection Logs dated 2/28/2013 through 5/14/2014;  
4. Dry Dock Drainage System Record Weekly dated 1/2013 through 5/9/2014; and 
5. Spills training sign in sheet dated 3/19/2014. 

 
The NYSDEC provided EPA with a copy of the Facility’s Annual Certification Report dated 2/24/2014 and the 
Facility’s NOI dated 12/21/2012 which were unavailable on-site at the time of the inspection. 
 
According to the SWPPP, Quay Consulting LLC conducted dry dock drainage sampling of Dry Docks 1, 5 and 
6 from Outfalls 002, 005 and 008 on February 2, 2003 and March 11, 2003. According to the SWPPP, the dry 
dock drainage stripping pump effluent has been determined to be the “worst-case scenario for contribution of 
contaminants” to the East River. According to the sampling results summarized in Table 3, the stripping pumps 
and main pump discharges may contribute additional mercury, antimony, selenium and copper to the East 
River. 
 
Table 3: Quay Consulting LLC sampling results from 2003 

 

East 
River 
(mg/L) 

Dry Dock 1 
Stripping Pump 
(Outfall 002) 
(mg/L) 

Dry Dock 1 
Main Pump 
(Outfall 002) 
(mg/L) 

Dry Dock 5 
Stripping Pump 
Outfall 005 
(mg/L) 

Dry Dock 6 
Stripping Pump 
Outfall 008 
(mg/L) 

Antimony 0.0065 0.0065 0.014 0.0065 0.0065
Arsenic 0.06 0.049 0.061 0.047 0.051
Beryllium 0.0002 0.0002 0.0002 0.0002 0.0002
Cadmium 0.0007 0.0007 0.0007 0.0007 0.0007
Chromium 0.001 0.001 0.001 0.001 0.001
Copper 0.0031 0.0031 0.0031 0.023 0.018
Lead 0.0024 0.0024 0.0024 0.0024 0.0024
Mercury 0.00002 0.000042 0.00002 0.00002 0.00002
Nickel 0.005 0.0059 0.0055 0.006 0.005
Selenium 0.0054 0.0034 0.0079 0.0034 0.004
Silver 0.016 0.016 0.019 0.014 0.01
Thallium 0.0044 0.0044 0.0044 0.0044 0.0044
Zinc 0.012 0.026 0.013 0.024 0.02
Cyanide 0.003 0.003 0.003 0.003 0.003

 
ADDENDUM: 
Subsequent to the inspection, on May 19, 2014 the Facility representative submitted to EPA Inspector 
McEathron via email before and after photographs of the two (2) grit spills and a red garnet spill on Berth 9 
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(depicted in photographs DSCN2130.JPG, DSCN2134.JPG, DSCN2135.JPG and DSCN2137.JPG) 
demonstrating that the spilled material had been removed. 
 
NON-COMPLIANCE ITEMS: 
 

1. Part I.B.1.a.(2).(j) of the MSGP states that the owner or operator must eliminate non-stormwater 
discharges not authorized by a SPDES permit. Non-stormwater discharges at the Facility that are not 
authorized by the MSGP or a SPDES permit at the Facility include: 

a. Sump Pump and Stripping Pump discharges 
i. At the time of the dry weather inspection conducted by EPA, EPA Inspector McEathron 

observed discharges at Dry Docks 1, 5 and 6 from stripping/sump pump Outfalls 002, 
005 and 008 to the East River. At the time of the inspection, Dry Docks 5 and 6 contained 
vessels being serviced, spent grit and waste. 

ii. Part VIII.R of the MSGP states that the discharge of waste water from pressure washing 
to remove marine growth from vessels must be permitted by a separate SPDES permit. 
According to the Facility representative, hydroblasting is conducted at the Facility. When 
hydroblasting is conducted on a dry dock the resulting process wastewater is discharged 
to the East River via the sump pump and stripping pump outfalls. 

b. Main Pumps at Dry Docks 1, 5 and 6 discharge to the East River via Outfalls 001 and 007. The 
Main Pump discharges contain East River water that has come into contact with grit, soil and 
waste berms on Dry Docks 5 and 6 and a large spent grit and trash pile on Dry Dock 5 as well as 
any additional raw and waste materials not removed from the dry docks prior to flooding. 

 
2. EPA Inspector McEathron identified the following SWPPP elements that were not included in the 

Facility’s developed SWPPP as required by Part III.A of the MSGP: 
a. The SWPPP did not describe procedures for routine maintenance and cleaning of the dry dock to 

minimize the potential for pollutants in the stormwater runoff as required by Part VIII.R of the 
MSGP. 

b. Part VIII.R of the MSGP states that facilities that pressure wash vessels must include the 
following information in the SWPPP: measures to collect or contain the discharge from the 
pressure washing area, method for removal or the visible solids, methods of disposal of the 
collected solids, and location where the discharge will be released. According to the Facility 
representative, hydroblasting is conducted at the Facility and the SWPPP does not contain any 
BMPs specific to hydroblasting. 

 
3. The Facility failed to implement the SWPPP as required by Part III.A of the MSGP in the following 

ways: 
a. Part III.C.7.e of the MSGP states that the SWPPP must describe the stormwater training 

program, training shall be conducted at least annually and an annual signed and dated employee 
training log must be kept in the SWPPP. Section 6.0 of the Facility’s SWPPP states that all new 
employees receive eight-hour facility specific training and four-hour refresher training sessions 
are held annually for all spill response personnel. According to the Facility representative, health 
and safety training which includes spill training is conducted for new hires and refresher 
meetings are held Wednesday mornings. At the time of the inspection, stormwater training 
records were not available and a training log was not located in the SWPPP. 

b. Part III.C.7.g of the MSGP states that all SWPPPs developed under the MSGP shall ensure that 
waste, garbage and floatable debris are not discharged to receiving waters. Section 4.1.1 of the 
Facility’s SWPPP states that the Facility is to regularly pickup and dispose of garbage and waste 
materials. At the time of the inspection, EPA Inspector McEathron observed the following 
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garbage and waste materials at the Facility exposed to stormwater and uphill from stormwater 
catch basins: 

i. Red garnet (used in mixing non-skid paint) spilled adjacent to a catch basin (see 
photograph DSCN2130.JPG). The Facility representative, stated that the paint was mixed 
at this location; 

ii. Eleven (11) used paint cans and trash in an uncovered dumpster on Berth 9 (see 
photograph DSCN2131.JPG); 

iii. Grit spilled on the ground at the Vacuum blast equipment loading area on Berth 9 (see 
photographs DSCN2134.JPG – DSCN2135.JPG); 

iv. Grit spilled on the ground on Berth 9 (see photograph DSCN2137.JPG); 
v. Twenty (20) used paint cans on Berth 9 (see photographs DSCN21383.JPG – 

DSCN2139.JPG); 
vi. Large spent grit pile partially uncovered with adjacent spilled spent grit (see photographs 

DSCN2157.JPG – DSCN2162.JPG and DSCN2171.JPG); 
vii. Clam shell containing spent grit and trash on Berth 8 (see photographs DSCN2164.JPG);  

viii. Blasting glass spilled on a catch basin on Berth 8 (see photograph DSCN2168.JPG); and 
ix. An uncovered dumpster containing waste on Berth 8 (see photograph DSCN2158.JPG). 

c. Part VIII.R of the MSGP states that the SWPPP must include a schedule for regularly cleaning 
storm systems to remove deposits of abrasive blasting debris and paint chips. Section 4.1.1 of the 
Facility’s SWPPP states that the Facility is to maintain dry and clean floors, ground surfaces, dry 
dock floors, and storm drains by using brooms, shovels, vacuum cleaners, and cleaning machines 
prior to and after ship docking. According to the Facility representative, the storm systems at the 
Facility have never been cleaned. At the time of the inspection, EPA Inspector McEathron 
observed components of the storm system that were filled with debris as detailed below: 

i. Catch basin #6 filled with sediment, located between Berths 8 and 9 (see photographs 
DSCN2155.JPG – DSCN2156.JPG); 

ii. Catch basin #7 containing pooling water and spent grit downhill from the spent grit pile 
on Berth 8 (see photographs DSCN2161.JPG – DSCN2162.JPG); 

iii. Catch basin #8 containing pooling water and brown foam on Berth 8 (see photograph 
DSCN2163.JPG); 

iv. Catch basin #9 filled with sediment, located on Berth 8 (see photographs DSCN2166.JPG 
-  DSCN2167.JPG); 

v. Catch basin #10 covered with blasting glass on Berth 8 (see photograph 
DSCN2168.JPG); 

vi. Catch basin adjacent to Dry Dock 1 filled and covered with sediment (see photograph 
DSCN2172.JPG); and 

vii. According to the Facility Site Map located in the SWPPP, there are at least two (2) catch 
basins located underneath the spent grit pile on the south end of Berth #8. The Facility 
representative was unaware of any protection or coverings that have been installed on the 
catch basins. 

d. Part VIII.R of the MSGP states that the SWPPP must describe procedures for cleaning the 
accessible areas of the dry dock prior to flooding. Section 4.3.1 of the Facility’s SWPPP states 
that spent abrasive materials are collected and removed from graving docks, prior to flooding 
and Section 3.2.2 of the SWPPP states that prior to flooding, the dry docks are inspected and 
cleaned to prevent contact of tidal water with potential pollutants. According to the Facility 
representative and observations obtained by EPA Inspector McEathron at the time of the 
inspection, the following materials are not removed from the dry dock prior to flooding: 

i. At the time of the inspection, EPA Inspector McEathron observed a pile of spent grit, 
soil, sediment, trash and other materials in Dry Dock 5 at the south end (see photograph 
DSCN2154.JPG). The pile was approximately 150 feet wide, 30 feet tall and 20 feet 
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deep. According to the Facility representative, the pile has been at this location for over 
fifteen (15) years, the material is not removed when the dry dock is flooded and the 
material is completely submerged with water when the dry dock is flooded. 

ii. At the time of the inspection, EPA Inspector McEathron observed two (2) small piles of 
sediment and soil that contained trash, spent grit and other materials at the north ends of 
Dry Docks 5 and 6 (see photographs DSCN2144.JPG and DSCN2148.JPG). According 
to the Facility representative, the piles are purposefully there to act as berms and divert 
water that enters the dry docks through leaks in the caisson gates into drainage channels 
along the sides of the dry docks. According to the Facility representative, the material is 
not removed when the dry dock is flooded. 

e. Part VIII.R of the MSGP states that the SWPPP must describe procedures for the cleanup of oil, 
grease, or fuel spills occurring on the dry dock. Section 5.0 of the SWPPP describes spill 
response procedures. At the time of the inspection, EPA Inspector McEathron observed the 
following petroleum product spill locations: 

i. Stained ground adjacent to the hazardous waste storage area and exposed to stormwater 
(see photographs DSCN2119.JPG, DSCN2123.JPG, DSCN2125.JPG); 

ii. Pooling water containing oil sheens adjacent to the hazardous waste storage area and 
exposed to stormwater (see photographs DSCN2121.JPG – DSCN2122.JPG); and 

iii. Pooling water containing an oil sheen adjacent to a stormwater catch basin on Berth 9 
(see photograph DSCN2128.JPG – DSCN2129.JPG). 

f. Section 4.1.2 of the SWPPP states that the Facility is to store chemical (paints and thinners) and 
petroleum product containers on containment systems and Section 4.3.2 of the SWPPP states that 
portable spill pallets and containment areas shall be used to store and mix paints. Section 4.1.2 of 
the SWPPP states that where feasible, containment of raw or waste material(s) will be covered, 
to prevent stormwater contact and Section 4.3.4 of the SWPPP states that the Facility shall avoid 
contaminating storm water from outside material storage by using the following measures: 
Storing material indoors; covering the area with a roof; covering the material with a temporary 
covering such as tarpaulins to prevent rain water accumulations; minimizing storm water runoff 
by enclosing areas or building a berm around the area. At the time of the inspection EPA 
Inspector McEathron observed the following chemicals, raw and waste materials stored outside, 
exposed to stormwater and not on a spill pallet and containment system:   

i. Two (2) 55-gallon drums beyond the roof at the hazardous waste drum area (see 
photograph DSCN2120.JPG); 

ii. Twelve (12) 55-gallon drums southwest of hazardous waste drum area (see photograph 
DSCN2123.JPG); 

iii. Garnet red (used in mixing non-skid paint) spilled adjacent to a catch basin (see 
photograph DSCN2130.JPG). The Facility representative, stated that the paint was mixed 
at this location; 

iv. Eleven (11) used paint cans and trash in a dumpster on Berth 9 (see photograph 
DSCN2131.JPG); 

v. Six (6) 55-gallon hydraulic oil drums on Berth 9 (see photographs DSCN2132.JPG -
DSCN2133.JPG); 

vi. Grit spilled on the ground at the Vacuum blast equipment loading area on Berth 9 (see 
photographs DSCN2134.JPG – DSCN2135.JPG); 

vii. Grit spilled on the ground on Berth 9 (see photograph DSCN2137.JPG); 
viii. Twenty (20) used paint cans on Berth 9 (see photographs DSCN21383.JPG – 

DSCN2139.JPG); 
ix. Nineteen (19) paint cans with rust on Berth 9 (see photograph DSCN2141.JPG); 
x. Five (5) 55-gallon hydraulic oil drums on Berth 9 (see photograph DSCN2143.JPG); 
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xi. Two (2) 55-gallon gasoline drums adjacent to the mechanic shop (see photograph 
DSCN2151.JPG); 

xii. Large spent grit pile partially uncovered with adjacent spilled spent grit (see photographs 
DSCN2157.JPG – DSCN2162.JPG and DSCN2171.JPG); 

xiii. Clam shell containing spent grit and trash on Berth 8 (see photographs DSCN2164.JPG); 
and 

xiv. Blasting glass spilled on a catch basin on Berth 8 (see photograph DSCN2168.JPG). 
g. Section 4.2.3 of the SWPPP states the stormwater drainage system, shall be inspected on a 

monthly basis. Inspection records document the structural condition of storm drains, evidence of 
past or recent spills, clean-up activities conducted to remove silt and material residues. At the 
time of the inspection, stormwater drainage system inspections were not conducted and 
documented. 

 
4. At the time of the inspection, EPA Inspector McEathron identified the following site map elements 

required by Part III.C.6 of the MSGP that were not depicted on the Facility site map provided in the 
SWPPP: 

a. Approximate outline of drainage area to each outfall; 
b. Direction of stormwater flow using arrows to show which ways stormwater will flow;  
c. Locations of the potential pollutant sources; 
d. Locations where storage of wastes is exposed to precipitation; and 
e. Locations of the following stormwater conveyances: 

i. Catch basin #1 located southwest of the hazardous waste drum area (see photograph 
DSCN2123.JPG);  

ii. Three (3) drains adjacent to the sewage storage tank on Berth 9 (see photograph 
DSCN2140.JPG); and 

iii. A catch basin adjacent to Dry Dock 1 (see photograph DSCN2180.JPG). 
 

5. The Facility’s SWPPP, which has not been amended since June 2003, does not include changes in the 
operation of the Facility as required by Part III.E.1 of the MSGP resulting from the following: 

a. Damages sustained on October 29, 2012 due to the Hurricane Sandy storm surge and resulting 
changes in operations, including the utilization of two (2) sump pumps to replace damaged 
pumps; 

b. Changes to accommodate modified requirements of the three (3) MSGPs issued since June 2003 
(GP-0-11-000, GP-0-11-009 and GP-0-12-001) including the most recent MSGP, GP-0-12-001, 
which became effective on October 1, 2012; 

c. The Facility’s Site Map located in the SWPPP depicts a total of eight (8) drains in the Garage, 
Machine Shop, Pipe Shop, Tool Shop and other various buildings at the Facility that are 
connected to the storm sewer system. However, these drains could not be located at the time of 
the inspection and according to the Facility representative there are no drains in the shop. 

d. The Facility’s Site Map located in the SWPPP depicts a proposed aboveground diesel storage 
tank location and a proposed contained fabric structure indoor sandblasting that were not 
observed in the field at the Facility; 

e. Section 3.2.2 of the SWPPP states that during dry dock operations at the Main Yard, stormwater 
collects in the dry dock storm drain system and is pump via the 8 inch force main to the 
combined sewer system where flow is conveyed to Newtown Creek WPCF. However, 
observations at the time of the inspection and the system depicted on the Facility Site Map in the 
SWPPP demonstrate that water that enters the dry dock is discharged to the East River via the 
pumping systems; 

f. Section 3.2.3 of the SWPPP states that catch basins along the west side of Dry Dock 1 have been 
plated and are no longer functional. However, according to the Facility representative and 
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observations at the time of the inspection, the catch basins observed on-site were not plated and 
the Facility continues to conduct stormwater monitoring at Outfall 001; 

g. Section 4.2.5 of the SWPPP states that the Facility has an oil/water separator for pumping 
secondary containment areas. However, according to the Facility representative there are no 
oil/water separators at the Facility; and 

h. The Facility’s Site Map located in the SWPPP depicts and describes stormwater catch basins and 
Outfall 003 and the Facility’s 2012 NOI includes Outfall 003.  However, according to the 
Facility representative, the area south and west of Dry Dock 3 at Berth 7 is not operated by GMD 
Shipyard Corp., the catch basins have been removed and the stormwater outfall (Outfall 003) has 
been closed. The Facility does not conduct monitoring at Outfall 003. 

 
6. Part IV.B.1.a.(2) of the MSGP states that all Quarterly Visual Monitoring samples must be collected 

from discharges resulting from a qualifying storm event, in accordance with Part IV.B.2.b.(1). Part 
IV.B.2.b.(1) of the MSGP states that a minimum of one grab sample must be taken from the stormwater 
discharge associated with industrial activity resulting from a storm event with at least 0.1 inch of 
precipitation and must be taken within the first 30 minutes of the discharge. According to Facility 
documentation, Quarterly Visual Monitoring was conducted on 12/14/2012, 3/12/2013, 4/15/2013, 
9/13/2013, 12/6/2013 and 2/20/2014. The Facility failed to conduct Quarterly Visual Monitoring as 
required by Part IV.B.1.a.(2) of the MSGP as follows: 

a. According to historical precipitation data from a weather station in New York City, the 
Brooklyn, NY area received 0.00 inches of precipitation on 12/14/2012 and 4/15/2013, 0.09 
inches of precipitation on 9/13/2013 and 0.02 inches of precipitation on 2/20/2014. In addition, 
the Facility’s Quarterly Visual Monitoring Form’s document 0.03 inches of rain on 12/14/2012, 
0.01 inches of rain on 3/12/2013, and 0.06 inches of rain on 9/13/2013; and 

b. According to Facility’s Quarterly Visual Monitoring Forms, no grab samples were taken on all 
sample dates (12/14/2012, 3/12/2013, 4/15/2013, 9/13/2013, 12/6/2013 and 2/20/2014) as 
indicated by the “no sample” under the Parameter Characteristics column. 

 
7. All six (6) Quarterly Visual Monitoring Forms in the SWPPP on-site did not include documentation of 

observations of floating solids as required by Part IV.B.1.a.(4) of the MSGP. 
 

8. All six (6) Quarterly Visual Monitoring Forms in the SWPPP on-site did not include the certification 
statement provided in Part V.H of the MSGP as required by Part IV.B.1.a.(7) of the MSGP. 
 

9. Part IV.B.1.b.(1) of the MSGP states that the owner or operator must perform and document at least one 
dry weather flow inspection each year after at least three (3) consecutive days of no precipitation. 
According to Facility documentation, the Facility conducted Annual Dry Weather Flow Inspections on 
5/10/2013 and 5/13/2014. According to historical precipitation data from a weather station in New York 
City, the Brooklyn, NY area received 1.54 inches of precipitation on 5/8/2013, 0.75 inches of 
precipitation on 5/9/2013, 0.79 inches of precipitation on 5/10/2014 and 0.02 inches of precipitation on 
5/11/2014. 
 

10. The two (2) Annual Dry Weather Flow Inspections were documented by the Facility in a table and not in 
a report format and the table did not include the inspection time or non-authorized discharges as required 
by Part IV.B.1.b.(2) of the MSGP.  
 

11. The following records required by the MSGP were not retained for a period of at least five (5) years as 
required by Parts IV.E.1 and IV.E.2.a of the MSGP: 

a. Comprehensive Site Compliance Inspection and Evaluation required at least annually by Parts 
IV.A and VIII of the MSGP for 2009, 2010, 2011, 2012 and 2013; 
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b. Quarterly Visual Monitoring as required by Part IV.B.1.a of the MSGP for three (3) quarters in 
2009, four (4) quarters in 2010, four (4) quarters in 2011 and three (3) quarters in 2012; 

c. Annual Dry Weather Flow Monitoring as required by Part IV.B.1.b of the MSGP for 2009, 2010, 
2011 and 2012; 

d. Annual Certification Report as required by Part IV.C.1 of the MSGP for 2009, 2010, 2011, and 
2012; 

e. Storm Event Data Forms as required by Part IV.B.2.c associated with Quarterly Visual 
Monitoring for three (3) quarters in 2009, four (4) quarters each year for 2010, 2011, 2012 and 
2013 and one (1) quarter in 2014; and 

f. Part III.A of the MSGP states that a SWPPP shall be implemented by the owner or operator for 
each facility covered by the MSGP. Section 4.2.4 of the SWPPP states that the dry dock drainage 
system, shall be inspected on a weekly basis during dry dock activities. Dry Dock Drainage 
System inspection records were not available prior to January 2013. 
 

12. At the time of the inspection, the Facility had not conducted and documented any annual Comprehensive 
Site Compliance Evaluations addressing those areas contributing to a stormwater discharge associated 
with industrial activity as required by Part VIII.R of the MSGP. 
 

AREAS OF CONCERN: 
 

1. The Quarterly Visual Monitoring conducted by the Facility is not documented using the NYSDEC’s 
Quarterly Visual Monitoring Form. 

2. Annual Dry Weather Flow Inspections for 2013 and 2014 were documented as being conducted at 
Outfalls 001, 002, 003, and 004, Quarterly Visual Monitoring Forms were completed for outfalls 
#1GD#1, #2Berth9, #3Berth#8, #4Berth#10. However, outfalls on the Site Map and in the Facility’s 
submitted NOI are labeled as 001 – 009 and are inconsistent with the numbering system used on the 
inspection forms. Additionally, the Facility does not conduct and document monitoring at Outfalls 002, 
003, 005 and 007. 

3. At the time of the inspection, EPA Inspector McEathron observed a hole in the roof covering the 
hazardous waste area (see photograph DSCN2126.JPG). This results in stormwater entering and flowing 
downhill through the hazardous waste drum storage. At the time of the inspection, EPA Inspector 
McEathron observed trailing and pooling water that contained an oil sheen, downhill from the hazardous 
waste area (see photographs DSCN2121.JPG - DSCN2122.JPG). 

 
ATTACHMENTS: 
Photograph Log 
Photographs 
Facility Site Maps - Main Yard and Dry Dock 1 
 
PHOTOGRAPH LOG: 

Photograph Log – Unedited Photographs Taken May 15, 2014 by Kimberly McEathron with Nikon 
Coolpix AW100 
DSCN2119.JPG Hazardous waste drum storage area 
DSCN2120.JPG 2-55 gallon drums beyond roof at hazardous waste drum area 
DSCN2121.JPG Oil sheen on puddles at hazardous waste drum area 
DSCN2122.JPG Close up of oil sheen on puddles 

DSCN2123.JPG 
Unmapped catch basin #1 and 12-55 gallon drums exposed to stormwater southwest of 
hazardous waste drum area  

DSCN2124.JPG Close up inside catch basin 
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DSCN2125.JPG Dark staining adjacent to catch basin southwest of hazardous waste area 
DSCN2126.JPG Hole in roof of hazardous waste area  
DSCN2127.JPG Inside catch basin #2, white/tan solids visible on Berth 9 
DSCN2128.JPG Catch basin #3, oil sheen on puddle into catch basin with metal plate over it on Berth 9 
DSCN2129.JPG Inside catch basin #3 with plate lifted 
DSCN2130.JPG Catch basin #4 with plate over it and red garnet spilled next to it on Berth 9 
DSCN2131.JPG 11 Used paint cans in dumpster exposed to stormwater on Berth 9  
DSCN2132.JPG 6-55 gallon hydraulic oil drums exposed to stormwater on Berth 9 
DSCN2133.JPG Close up of hydraulic oil label 
DSCN2134.JPG Vacuum blast equipment 
DSCN2135.JPG Grit spill on Berth 9 
DSCN2136.JPG Downhill catch basin #4 
DSCN2137.JPG Grit spill on Berth 9 
DSCN2138.JPG Additional 20 used paint cans exposed to stormwater on Berth 9 
DSCN2139.JPG Close up of used paint cans exposed to stormwater 
DSCN2140.JPG 3 unmapped drains adjacent to the sewage storage tank on Berth 9 
DSCN2141.JPG Additional 19 paint cans exposed to stormwater on Berth 9, rust visible on lids 
DSCN2142.JPG Drain covered with metal plate downhill from paint cans 
DSCN2143.JPG 5-55 gallon hydraulic oil drums exposed to stormwater on Berth 9 
DSCN2144.JPG Leak at Dry Dock 6 caisson gate, sediment berm at end of dry dock 

DSCN2145.JPG 
Stripping pump discharge Outfall 008, at north end of Dry Dock 6, discharging to East 
River 

DSCN2146.JPG Large pump and stripping pump at north end of Dry Dock 6 

DSCN2147.JPG 
Stripping pump discharge Outfall 005, at north end of Dry Dock 5, discharging to East 
River 

DSCN2148.JPG Large pump, leaks and berm at north end of Dry Dock 5 
DSCN2149.JPG Fuel tank and sewage tank 
DSCN2150.JPG Mechanic Shop 
DSCN2151.JPG 2-55 gallon gasoline drums exposed to stormwater adjacent to the mechanic shop 
DSCN2152.JPG Inside catch basin #5 on Berth 9 
DSCN2153.JPG Sewage tank on Berth 9 

DSCN2154.JPG 
South end of Dry Dock 5 containing a large pile of spent grit, soil, trash and other 
materials 

DSCN2155.JPG Catch basin #6 filled with sediment, located between Berths 8 and 9 
DSCN2156.JPG Close up of sediment in catch basin #6 
DSCN2157.JPG Uncovered dumpster and spent grit layer on ground on Berth 8 
DSCN2158.JPG 2nd uncovered dumpster and spent grit layer on ground on Berth 8 
DSCN2159.JPG Spent grit pile covered with tarp on Berth 8 
DSCN2160.JPG Spent grit pile covered with tarp on Berth 8 
DSCN2161.JPG Catch basin #7 containing pooling water and grit on Berth 8 

DSCN2162.JPG 
Catch basin #7 containing pooling water and grit, downhill from spent grit pile on 
Berth 8 

DSCN2163.JPG Catch basin #8 containing brown foamy liquid on Berth 8 
DSCN2164.JPG Clam shell containing grit exposed to stormwater on Berth 8 
DSCN2165.JPG Water draining from vessel in Dry Dock 5 
DSCN2166.JPG Catch basin #9 filled with sediment on Berth 8 
DSCN2167.JPG Close up of catch basin #9 filled with sediment on Berth 8 
DSCN2168.JPG Catch basin #10 covered with blasting glass on Berth 8 
DSCN2169.JPG Dry Dock 3 (wet berth) 
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DSCN2170.JPG Dry Dock 3 (wet berth) 
DSCN2171.JPG Partially uncovered spent grit pile on Berth 8 
DSCN2172.JPG Catch basin adjacent to Dry Dock 1 filled and covered with sediment 
DSCN2173.JPG Stormwater Outfall 001 
DSCN2174.JPG Stripping pump discharge Outfall 002 at Dry Dock 1 
DSCN2175.JPG Leak in caisson gate at Dry Dock 1 
DSCN2176.JPG Dry Dock 1 
DSCN2177.JPG Sump pump at Dry Dock 1 
DSCN2178.JPG Dry Dock 1 
DSCN2179.JPG Sump pump discharge point to East River at Dry Dock 1 
DSCN2180.JPG Unmapped catch basin at Dry Dock 1 



DSCN2119.JPG DSCN2120 JPG DSCN2121 JPG DSCN2122.JPG DSCN2123.JPG 

DSCN2124.JPG DSCN2125 JPG DSCN2126.JPG DSCN2127.JPG DSCN2128.JPG 

------

.. 

DSCN2129.JPG DSCN2130.JPG DSCN2131 JPG DSCN2132.JPG DSCN2133.JPG 

DSCN2137 JPG 

DSCN2139.JPG OSCN2140.JPG DSCN2141 .JPG DSCN2142.JPG DSCN2143.JPG 

DSCN2146.JPG DSCN2147.JPG DSCN2148.JPG 
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DSCN2149.JPG DSCN2150.JPG DSCN2151 JPG DSCN2152.JPG DSCN2153.JPG 
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DSCN2159.JPG DSCN2160.JPG DSCN2161 .JPG DSCN2162.JPG DSCN2163.JPG 

DSCN2164.JPG DSCN2165.JPG DSCN2166.JPG DSCN2167.JPG DSCN2168.JPG 

DSCN2169.JPG DSCN2170.JPG DSCN2171 .JPG DSCN2172.JPG DSCN2173.JPG 

DSCN2174.JPG DSCN21 75.JPG OSCN2176.JPG OSCN2177.JPG DSCN2178.JPG 

OSCN2179.JPG OSCN2 180.JPG 
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